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For the attention of Ms L Wells 
Planning 
Havant Borough Council 
Public Service Plaza 
Civic Centre Road 
Havant  
Hampshire 
PO9 2AX 
 
 
Date: 17 May 2023 
 

Enquiries To: Jonathon Lambert           My Reference:    F6/JL/00390615  
 

                                      Your Reference: APP/23/00314 
 
 
Dear Ms Wells,  
 
Town & Country Planning Act 1990 
Fire and Rescue Services Act 2004 
Planning Application Number: APP/23/00314 
Address: Hayling Island Service Station, 181-183 Havant Road, Hayling Island, PO11 
0LG 
 
Drawings and Documents Referenced 

Title Drawing / Doc No Revision Date 

Proposed Block Plan 221034-102 N/A 01/2023 

Location Plan 220134-01 N/A 04/2023 

 
Description of Works: 
 
HIWFRS understands that the project involves the demolition of existing structures and 
erection of replacement kiosk store including integrated drive thru and associated 
development. 
 
I confirm that Hampshire & IOW Fire and Rescue Service (HIWFRS) has received your 
application, dated 05 May 2023. The inspector named above has considered the information 
provided and has made the following comments: 
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Building Regulations: Access for Firefighting 
 
Access and facilities for Fire Service Appliances and Firefighters should be in accordance 
with Approved Document B5 of the current Building Regulations.  
 
Hampshire Act 1983 Section 12 – Access for Fire Service 
 
Access to the proposed site should be in accordance with Hampshire Act 1983 Sect, 12 
(Access to buildings within the site will be dealt with as part of the building regulations 
application at a later stage).  Access roads to the site should be in accordance with 
Approved Document B5 of the current Building Regulations. 
  
Fire and Rescue Services Act 2004 
 
The following recommendations are advisory only and do not form part of any current legal 
requirement of this Authority.  
 
EV Charging 
 
Concern has recently been raised by London Fire Brigade and by the National Fire Chiefs’ 
Council about the risk posed by the degradation of lithium-ion batteries and the increased 
probability of ignition. This risk is reported to increase with physical damage to the battery 
enclosure (whether in electric vehicles or on electric bikes). It is also reported that third-
party batteries (i.e. ones from generic, non-branded suppliers may be more prone to 
thermal runaway and ignition.  
 
Please ensure that the emerging risk of fires involving electrically-powered bikes and cars is 
considered in the design and arrangements of the proposed facilities. 
 
Water Supplies  
 
Additional water supplies for fire fighting may be necessary. You should contact the Water 
Management Team, Hampshire & IOW Fire and Rescue Headquarters, Leigh Road, 
Eastleigh, SO50 9SJ (hydrants@hantsfire.gov.uk) to discuss your proposals. 
 
Fire Protection  
 
HIWFRS would strongly recommend that consideration is given to the installation of an 
Automatic Water Fire Suppression System (AWFSS) to promote life safety and property 
protection within the premises. 
  
HIWFRS is fully committed to promoting Fire Protection Systems for both business and 
domestic premises. Support is offered to assist all in achieving a reduction of loss of life and 
the impact of fire on the wider community. 
 
Testing of Fire Safety Systems 
 
HIWFRS strongly recommends that, upon commissioning, all fire safety systems are fully 
justified, fully tested and shown to be working as designed. Thereafter, their effectiveness 
should be reconfirmed periodically throughout their working lifecycles. 
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Fire-fighting and the Environment 
 
Should a serious unsuppressed fire occur on the premises, the water environment may 
become polluted with ‘fire water run-off’ that may include foam. The Service will liaise with 
the Environment Agency at any incident where they are in attendance and under certain 
circumstances, where there is a serious risk to the environment, a ‘controlled burn’ may take 
place. This of course could lead to the total loss of the building and its contents. 
 
Premises’ occupiers have a duty to prevent and mitigate damage to the water environment 
from ‘fire water run off’ and other spillages. 
 
If have any queries concerning these matters may be directed to the inspector named 
above, but all correspondence should be addressed to the Chief Officer. 
 
Please quote our reference number on all correspondence. 
 
 
Yours sincerely 
 

 
 
Neil Odin 
Chief Officer  
 
 


