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TimeyinArawore
Text Box
Plots 34 - 36: Dedicated Parking Bays far detached from dwelling. Ducting to run from dwelling's individual power supply to charger location.

Cable routes to be determined by contractor.
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 POD POINT KEY


                     Wall-mounted 7kW Domestic Solo 3 Charger



                      Freestanding 7kW Domestic Solo 3 Charger
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Text Box
Plots 67 - 70: 

Max. power required for 4no. 7kW chargers 29kVA.

Bays currently unallocated but if possible, chargers should be allocated and run from individual/domestic supply to chargepoint.

TimeyinArawore
Text Box
Note presence of shared pathway. Chargers to be installed on mounts between bays to prevent potential trip hazard by charger cables
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