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Planning Application- Utility Services Statement 

 
 

 
Site Location and Proposed New Care Home 
 
The proposed site is situated on part of the former gardens of Helmsley House 
off Normandy Way and thereafter Bartons Road 

 
 - as highlighted with a red line on the enclosed ‘Site Location Plan’ Hunters 
Architects drawing no APL001 Rev E 
 
The proposed new site layout is detailed on Hunters Architects ‘Proposed Site 
Plan’ drawing no APL003 Rev K attached. 
 
 

Existing Utility Service Records and Accessibility 
 
Searches of existing utility service records was initially undertaken in July 2017 
and updated where appropriate again in September 2020.  The search area 
extends to include Bartons Road as Normandy Way has only recently been 
constructed and records do not currently show the impact of the adjoining 
Bellway Homes residential development. 
 
A Within Site Boundaries 

There are no exiting utility services that cross the site 
 
B Existing Utility Infrastructure in Vicinity of Proposed Site 
 

- Electricity 
The existing high voltage infrastructure and low voltage infrastructure is 
detailed on the attached Scottish & Southern Energy Record job reference 
19922322 appended to this Statement.  No requirement for diversion is 
indicated.  The new service connection will either come off the existing 
low voltage system via public highways from Bartons Road and 
Normandy Way subject to the capacity of the existing system and voltage 
drop.  Alternatively, a new substation to house a transformer feed by the 
high voltage system routed along public highway will be required to be 
accommodated.  Routes for new supply are secured through either 
adopted highway or via private access over which requisite rights are 
reserved under the Collaboration Agreement referred to elsewhere. 
 
 



- Gas 
The existing low pressure underground gas infrastructure is detailed on 
the attached Scotia Gas Networks (SGN) Gas Record drawing for Job 
Reference 19922322.  No diversion work will be required.  The route of 
the new service connection, if required, will be from the existing main on 
Bartons Road and along the adopted highway, Normandy Way.  Routes for 
new supply are secured through either adopted highway or via private 
access over which requisite rights are reserved under the Collaboration 
Agreement referred to elsewhere. 
 

- Telecoms 
The existing underground telecoms infrastructure is detailed on the 
attached BT OpenReach drawing ref PEP01031J and SSE Telecoms job plan 
reference 19922322 appended to this statement.  No diversion work will 
be required. The route of new service connection will be from the 
adopted highway and via the private access road over which requisite 
rights are reserved. 
 

- Water 
The existing water main infrastructure is detailed on the attached 
Portsmouth Water Mains Record drawing job reference 19922322 as 
appended to this Statement.  No diversion work will be required.   
The route of the new service connection will be from the existing mains 
on Bartons Road and along the adopted highway, Normandy Way.  Routes 
for new supply are secured through either adopted highway or via private 
access over which requisite rights are reserved under the Collaboration 
Agreement referred to elsewhere.  
 

- Drainage 
There is an existing foul water drains in the retained land o Helmesley 
House gardens into which rights of connection are secured theough the 
referenced Collaboration Agreement.   As described in more detail in the 
accompanying FRA and Drainage Strategy prepared by Infrastruct CS 
Limited y it is proposed that the surface water from the development will 
be contained and attenuated on site before being passed through a 
control device into the new surface drainage system installed on the 
adjoining residential development site by Bellway Homes which is to be 
adopted by Southern Water.  The rights for this are secured in the 
Collaboration Agreement referenced.  

 
 

New Service Connections 
 
It is anticipated that the final design for the development will require the 
following new utility service connections; 

- Gas – 415kW / 770,000 kWhrs per annum (or equivalent in increased 
electricity provision should the scheme adopt an ‘all electric’ energy 
strategy with the associated reduction in carbon emissions) 

- Electricity – 200 kVA / 830,000 kWhrs per annum 



- Water – 3 l/s / 5,500 m3 per annum 
- Telecoms – 50 pairs 
- Drainage 

o Foul Drain – 150mm gravity connection 
o Surface Water Drain – 150mm gravity connection to discharge rate 

agreed as part of FRA and drainage strategy. 
 
 
 

Appendices 
 

o ‘Site Location Plan’ Hunters Architects drawing no APL001 Rev E 
o ‘Proposed Site Plan’ Hunters Architects drawing no APL003 Rev K 
o Scottish & Southern Energy Record job reference 19922322 
o Scotia Gas Networks (SGN) Gas Record drawing for Job Reference 

19922322. 
o BT OpenReach drawing ref PEP01031J 
o SSE Telecoms job plan reference 19922322 
o Portsmouth Water Mains Record drawing job reference 19922322) 
 

 
 
 
 


