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Proposed Drainage Plan
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Foul Drain

Storm Drain

A   ¦   12.08.19   ¦   JS   ¦   Rainwater diverted into seperate storm drain

Key:Drainage Note:

A. Internal plumbing to be to BS EN 12056:2000, and taken to the foul drainage system
in minimum 100mm diameter vitrified clay or PVC-u pipe, with flexible joints laid to
self-cleansing gradients, on bed and surround of 150mm thick pea gravel. Building
drainage to BS 8301:1985. All back inlet gullies are to be rodable.

B. Manholes are to be formed in 225mm semi-engineering brickwork, or proprietary PVC
access chambers where not located in vehicular accessed areas; sizes to BS
8301:1985. Provide heavy-duty covers and frames to all vehicular areas capable of
withstanding 12.5 tonnes (class B125 covers and frames).

B   ¦   06.01.20   ¦   KC   ¦   Drainage note added.

C   ¦   30.01.20   ¦   JS   ¦   Drainage levels revised.


