
Lighting Design notes:  
Revision A – Carpark has been designed to achieve no less than 10 Lux average with at least .25 
uniformity Building perimeter pathway achieves an illumination of 20 Lux with no less than .25 
uniformity. patios/terrace areas achieve an average of 10 Lux with a uniformity of at least .25. all 
luminaires are 2700K to meet standards stipulated by the ILP on lighting for ecologically sensitive 
areas. All luminaires on this site have the capability to come with a 3 hour integral emergency back 
up. This can be switched on the design when a fire escape plan becomes available. 
 


