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Langstone Technology Park Area 2 - Surface Water

MH Internal Outgoing Pipe
MH Ref MH Type , Cover Type | Cover Level (m) |Invert Level (m) , Comments
Diameter (mm) Size (mm)
SW4.0 CONC 1200 D400 4.300 3.000 600
SW4.1 CONC 1200 D400 4.550 2.888 600
SW 4.2 CONC 1200 D400 4.740 2.776 600
SW4.3 CONC 1200 D400 4.670 2.669 600 “low control limitto 132 1/s
SW 4.4 CONC 1200 D400 4.400 2.633 450 Hydrointernational downstream defender
SW 4.5 CONC 1200 D400 4.140 2.620 450 Hydrointernational downstream defender
SW5.0 CONC 1200 D400 4.880 3.000 600
EXISTING EXISTING TBC TBC 4.140 2.400 375 Manhole Information TBC on site
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