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Langstone Technology Park Area 3 - Surface Water

MH Internal Outgoing Pipe

MH Ref MH Type _ Cover Type |Cover Level (m) | Invert Level (m) , Comments
Diameter (mm) Size (mm)

SW 6.0 PPIC 600 D400 5.200 4.750 225
SW6.1 PPIC 600 D400 5.200 4.514 225
SW 6.2 PPIC 600 D400 5.200 4.261 225
SW&6.3 PPIC 600 D400 5.200 4.109 300
SW 6.4 PPIC 600 D400 5.200 3.964 300
SW 6.5 CONC 1200 D400 5.200 3.829 300 Flow control to 51/s
SW?7.0 PPIC 600 D400 5.200 4.750 100
SW 8.0 PPIC 600 D400 5.200 4.750 100
SW 8.1 PPIC 600 D400 5.200 4.248 100
SW 9.0 PPIC 600 D400 5.200 4.750 100
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PRELIMINARY DRAWING

THIS DRAWING IS FOR PRELIMINARY INFORMATION
PURPOSES ONLY AND MUST NOT BE READ AS A
CONSTRUCTION ISSUE. IT INDICATES DESIGN INTENT
ONLY AND IS SUBJECT TO AMENDMENT DURING FINAL
DESIGN DEVELOPMENT
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