Foul Drainage Legend | |
(Dimensions are approx. internal sizes). J

A e AV AV Existing Southern Water public foul sewer to be diverted

—_— —‘— - — New Adoptable Foul water sewer and manhole.

7V
il
/\
o New private foul water mains sewers. Refer to drawing no. C85850-D131. /?

CL27.3
TIL 2677
- New private foul drain. I T \
| CL27@7\

—_——————  —— New private foul inspection chamber 225 mm dia polypropylene | 1L 26.80 |
Q

or vitrified clay up to 600 mm deep. Max pipe dia. 150mm

_— e —— New private foul inspection chamber 450 mm dia
polypropylene up to 3000 mm deep. Max pipe dia. 150mm

o——— New private foul water demarcation chamber and lateral

Rainwater down pipes and internal foul down pipes are
shown indicatively only. The contractor shall refer to
architects drawings for actual locations, external
drainage runs may require relocating to suit.
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Surface Water Drainage Legend | IL25. 55

(Dimensions are approx. internal sizes). \§
N \ “—26.700"
W New private surface water mains sewers. Refer to drawing no. C85850-D131. \ (I B =
- o — — — New private surface water inspection chamber 225 mm dia ‘:' 1\
polypropylene or vitrified clay up to 600 mm deep. Max pipe dia. 150mm 3\\3
| @ T
- O0———— New private surface water inspection chamber 450 mm dia \ s L C
polypropylene up to 3000 mm deep. Max pipe dia. 150mm | \ ,
\ \ -
xd New private yard gully / road gully. ﬁi'—ziﬁség
[ ] New deep trapped road gull J‘ k .
Prapp v CL 26 271K
= 2 New private channel drain. IL 25.41
REF— — — — New private rodding eye. “ l ]
New indicative private rain water pipe ‘ I - =
oO-—— - New private surface water demarcation chamber and lateral <
New french drain to connect to the nearest
bed and surround granular material.
Tree Root Protection Area. Refer to Tree Survey & Constraint
Plan by Bernie Harverson & Tree Report by ACD Environmental.
Proposed private attenuation tank. Versavoid tank by ESS or similar approved.’
To be installed in strict accordance with ESS design and installation
instructions. Tank to be maintained by private management company.
bl -)- - Proposed Marshalls Mono Beany kerb drainage and flow direction
O F IL 24.58 ]
Proposed Marshalls Mono Beany outfall with access cover ELM
Pl P Marshalls Mono B ith
AC roposed Marshalls Mono Beany access cover with end cap | oL 2537
IL 24 10

All buried concrete Design Class DS -2 and ACEC site classification of AC-1s.

¢l 2527 ,,L\

For existing ground conditions refer to Phase Il Ground Investigation Report by Soils “ T

Limited, document ref. 16524/GIR, dated October 2017 and Supplementary IL24.65 5 —

Geotechnical Investigation Report by JNP Group, dated August 2018. | CL 25.20
/ NN O SIL 24, 73

This drawing is based on the following information provided by others: -

e Topographical Survey undertaken by Siteline Geomatic Surveyors, ref. 05HA01, dated 3430 : 1o\

s203
CL25.043 |
IL 23.887

January 2018. >
Site Layout plan by OSP Architecture, ref. 17300 - P101 Rev G, dated November 2018. 0\
Tree Survey by Bernie Harverson, ref. 0787 - BJH 01/02, dated October 2015. /
Landscape Proposals by ACD Environmental, ref. BELL21747 11F, date November 2018. /
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Notes:-

1. Where this drawing has been issued in electronic .dwg format it
has been done so in good faith. jnpgroup do not take any
responsibility for any inaccuracies in the electronic data, which
should be checked against the paper (or .pdf) drawing issue. Any
apparent discrepancies should be immediately reported to
inpgroup. The electronic .dwg file should not be assumed to be to
scale and should not be used for 'overlaying', setting out or
checking of any third party information. All dimensions should be
taken from the paper (or .pdf) version of the drawing. Electronic
drawings may contain third party information. jnpgroup take no
responsibility for this information, which should be checked against
the originators paper drawing(s).

2. All working dimensions to be checked on site.
3. Do not scale.

4. Any discrepancies between drawings of different scales, and
between drawings and specification where appropriate to be
notified to The Engineer for decision.

5. Copyright reserved. This drawing may only be used for The Client
and location specified in the title block. It may not be copied or
disclosed to any third party without the prior written consent of

jnpgroup.

6. This drawing should only be used for construction if the drawing
status is "Construction”. jnpgroup take no responsibility for
construction works undertaken to drawings which are not marked
with this status.

Health and Safety Note:

The details on this drawing have been prepared on the assumption
that a competent contractor will be carrying out the works. If the
contractor(s) considers that there is insufficient Health and Safety
information on this drawing, this should immediately be brought to
the attention of the designer.

C85850-D178

C8550-D179
Context Plan

NTS

| Refer to drawing no. C85850-D175 for private drainage notes
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Drainage updated to suit latest levels and

400 IL 22.46

IMPORTANT

All construction works undertaken prior to the approvals
below will be undertaken at the contractors risk:

Section 278

Section 38

Section 104
Buﬂdmg Regulahons

Existing Utilities

The contractor shall refer to the existing and proposed services information,
provided by Bellway Homes (Wessex).

It is the Contractor's responsibility to liaise with all relevant services
companies to ensure that all existing services are accurately located and
adequately protected during construction.

Itis the Contractor's responsibility to liaise with the Developer and all
relevant services companies to ensure that all new and diverted services
are accurately located and adequately protected during construction.

All works to existing services to be undertaken as required by the
Developer. Refer to Developer design.
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