
 
New Lodge – 42, Bedhampton Hill 
Proposed Soakaway Calculations              MAY 2017 
 
 
Area to be drained = 132m2 
Assumed 10mm rainfall = 1.3m3 to be disposed of 
 
VP = 60minutes/150mm = 24 seconds 
 
Filtration rate (f) = 10-3 
                               2VP   = 0.0002 
 

Incoming water is 132m² area x 10mm of rainfall = 1.3m3 of water to be disposed 
of. 

Outflow volume is: O = as50 x f x D therefore O = 2x 0.0002 x 5 and thus O = 
0.002m³ 

Therefore required capacity is 1.3m³ - 0.002m³ = 1.298m³. A traditional rubble filled 
soakaway measuring 1m³ below the inlet pipe and with, say, 20% void, that is 
0.2m³ storage capacity, will therefore be adequate. 

 

Peter Galloway 

9th May 2017 

 


