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Summary of Results for 100 year Return Period (+40%)
Half Drain Time exceeds 7 days.
Outflow is too low. Design is unsatisfactory.
Storm Max Max Max Max Max Max
Event Level Depth Infiltration Control I Outflow Volume
(m) (m) (1/s) (1/s) (1/s) (m3)
min Summer 2.443 0.043 0.0 0.0 0.0 18.4
min Summer 2.458 0.058 0.0 0.0 0.0 24.7
min Summer 2.474 0.074 0.0 0.0 0.0 31.7
min Summer 2.492 0.092 0.0 0.0 0.0 39.3
min Summer 2.503 0.103 0.0 0.0 0.0 43.8
min Summer 2.510 0.110 0.0 0.0 0.0 47.0
min Summer 2.521 0.121 0.0 0.0 0.0 51.9
min Summer 2.530 0.130 0.0 0.0 0.0 55.6
min Summer 2.537 0.137 0.0 0.0 0.0 58.6
min Summer 2.543 0.143 0.0 0.0 0.0 61.1
min Summer 2.553 0.153 0.0 0.0 0.0 65.3
min Summer 2.567 0.167 0.0 0.0 0.0 71.5
min Summer 2.583 0.183 0.0 0.0 0.0 78.1
min Summer 2.594 0.194 0.0 0.0 0.0 83.1
min Summer 2.612 0.212 0.0 0.0 0.0 90.5
min Summer 2.624 0.224 0.0 0.0 0.0 96.0
min Summer 2.635 0.235 0.0 0.0 0.0 100.4
min Summer 2.644 0.244 0.0 0.0 0.0 104.4
min Summer 2.652 0.252 0.0 0.0 0.0 107.8
min Winter 2.448 0.048 0.0 0.0 0.0 20.6
min Winter 2.465 0.065 0.0 0.0 0.0 27.7
min Winter 2.483 0.083 0.0 0.0 0.0 35.5
min Winter 2.503 0.103 0.0 0.0 0.0 44.0
min Winter 2.515 0.115 0.0 0.0 0.0 49.1
Storm Rain Flooded Discharge Time-Peak
Event (mm/hr) Volume Volume (mins)
(m3) (m3)
15 min Summer 127.517 0.0 0.0 19
30 min Summer 85.701 0.0 0.0 34
60 min Summer 54.957 0.0 0.0 64
120 min Summer 34.010 0.0 0.0 124
180 min Summer 25.295 0.0 0.0 184
240 min Summer 20.351 0.0 0.0 244
360 min Summer 14.971 0.0 0.0 364
480 min Summer 12.028 0.0 0.0 484
600 min Summer 10.141 0.0 0.0 604
720 min Summer 8.817 0.0 0.0 724
960 min Summer 7.063 0.0 0.0 964
1440 min Summer 5.157 0.0 0.0 1444
2160 min Summer 3.757 0.0 0.0 2164
2880 min Summer 2.997 0.0 0.0 2884
4320 min Summer 2.176 0.0 0.0 4324
5760 min Summer 1.731 0.0 0.0 5768
7200 min Summer 1.449 0.0 0.0 7208
8640 min Summer 1.255 0.0 0.0 8648
10080 min Summer 1.111 0.0 0.0 10088
15 min Winter 127.517 0.0 0.0 19
30 min Winter 85.701 0.0 0.0 34
60 min Winter 54.957 0.0 0.0 64
120 min Winter 34.010 0.0 0.0 124
180 min Winter 25.295 0.0 0.0 184
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Summary of Results for 100 year Return Period (+40%)
Storm Max Max Max Max Max Max
Event Level Depth Infiltration Control I Outflow Volume
(m) (m) (1/s) (1/s) (1/s) (m3)

min Winter 2.523 0.123 0.0 0.0 0.0 52.7
min Winter 2.536 0.136 0.0 0.0 0.0 58.1
min Winter 2.546 0.146 0.0 0.0 0.0 62.2
min Winter 2.553 0.153 0.0 0.0 0.0 65.6
min Winter 2.560 0.160 0.0 0.0 0.0 68.4
min Winter 2.571 0.171 0.0 0.0 0.0 73.1
min Winter 2.587 0.187 0.0 0.0 0.0 80.1
min Winter 2.605 0.205 0.0 0.0 0.0 87.5
min Winter 2.618 0.218 0.0 0.0 0.0 93.1
min Winter 2.637 0.237 0.0 0.0 0.0 101.3
min Winter 2.651 0.251 0.0 0.0 0.0 107.5
min Winter 2.663 0.263 0.0 0.0 0.0 112.5
min Winter 2.673 0.273 0.0 0.0 0.0 116.9
min Winter 2.682 0.282 0.0 0.0 0.0 120.7

Storm Rain Flooded Discharge Time-Peak

Event (mm/hr) Volume Volume (mins)
(m3) (m3)

240 min Winter 20.351 0.0 0.0 244

360 min Winter 14.971 0.0 0.0 364

480 min Winter 12.028 0.0 0.0 484

600 min Winter 10.141 0.0 0.0 604

720 min Winter 8.817 0.0 0.0 724

960 min Winter 7.063 0.0 0.0 964

1440 min Winter 5.157 0.0 0.0 1444

2160 min Winter 3.757 0.0 0.0 2164

2880 min Winter 2.997 0.0 0.0 2884

4320 min Winter 2.176 0.0 0.0 4324

5760 min Winter 1.731 0.0 0.0 5768

7200 min Winter 1.449 0.0 0.0 7208

8640 min Winter 1.255 0.0 0.0 8648

10080 min Winter 1.111 0.0 0.0 10088
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Return Period

Rainfall Model

M5-60
Ratio R
Summer Storms

Rainfall Details

19.400 Shortest Storm (mins
0.350 Longest Storm (mins
Yes Climate Change

Time Area Diagram

Total Area (ha) 0.077

Time (mins) Area
From: To: (ha)
0 4 0.077

FSR Winter Storms
100 Cv (Summer
Region England and Wales Cv (Winter

)
)
)
)

Yes
0.750
0.840

15
10080
+40
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Micro Drainage Source Control 2015.1

Model Details

Storage is Online Cover Level (m) 10.000

Cellular Storage Structure

Invert Level (m) 2.400 Safety Factor 2.0
Infiltration Coefficient Base (m/hr) 0.00000 Porosity 0.95
Infiltration Coefficient Side (m/hr) 0.00000
Depth (m) Area (m2) Inf. Area (m2?) |Depth (m) Area (m2) Inf. Area (m?2?) [Depth (m) Area (m2) Inf. Area (m?)

0.000 450.0 450.0 1.200 450.0 558.0 1.201 0.0 558.0

Weir Outflow Control

Discharge Coef 0.544 Width (m) 15.000 Invert Level (m) 10.000

©1982-2015 XP Solutions




