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Install new transformer including new
foundations, conduits and cabling.

New battery installation, including new
foundations, cabling & ducting

Covert 3 no. standard parking bays into
EV charging bays and re-line existing
bay and accessible bay. Landscaped zone
to be adjusted to suit.

Install 1 no. new charger, including
new foundations, conduit, cabling
and anti-ram bollards to front.

Replace existing AC Switchboard with
new LV Pillar

Replace existing 150kW charger with 1 no. new
charger, including new foundations, conduit,
cabling and anti-ram bollards to front. Remove
existing bollards.

Retain existing 150kW charger.
Existing accessible EV bay to be

re-lined to provide 1200mm access
zone either side.

4 no. standard parking bays to be
adjusted & re-lined to suit new enlarged
accessible EV bay size.
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