
Subject: App/22/00172 - Condition 34 & Conditions 44 & 45 
 
Hi David  
 
As discussed can you please enquire as to whether the Daikon VRF Condenser units - Model REYA8A 
& REYA12A, as mentioned in the Langstone Phase 2 Technical Note: Noise conditions dated 20 
March 2024 referenced in relation to Conditions 44 & 45, are one and the same with the Air source 
heat pumps referred to in the Watkins Payne Langstone Technology Park Phase 2 Havant - 
Sustainability Features Condition 34 Discharge: Issue 2 dated February 2024.   
 
The latter document refers to air source heat pumps - Daikin VRV systems – RYYQ-U, which suggest 
possibly different units. 
 
Both units are shown to positioned in the same place on the plant positions plan. 
 
If different noise level outputs from the latter units, this may require an updated Technical note : 
noise conditions. 
 
Both the above documents were loaded to IDOX on 10-04-2024. 
 
Thanks and regards 
 
Mark 
 
 
Mark Moss 
Regulatory Officer 
Environmental Health Pollution team 
Havant Borough Council  
 


