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1. ALL DIMENSIONS ARE IN MILLIMETERS UNLESS NOTES OTHERWISE (UNO).
2. ALL LEVELS ARE IN METER TO ORDANANCE DATUM UNO.
3. ALL CO-ORDINATES ARE RELATIVE TO OS NATIONAL GRID.
4. DO NOT SCALE FROM THIS DRAWINGS. IF IN DOUBT, CONSULT THE ENGINEER.
5. ARRANGEMENT OF THE VALVE SLAB IS STILL TO BE FINALISED AND SUBJECT 

TO DETAILED DESIGN.
6. TOC - TOP OF CONCRETE SLAB (TYPICALLY 200MM ABOVE FINISHED GROUND 

LEVEL)
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