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PROPOSED DOWNSTREAM CULVERT

REFER TO CULVERT INTAKE STRUCTURE 
AND UPSTREAM CULVERT PLAN VIEW

DN1600 DICL OUTLET PIPE

DN300 DICL SCOUR PIPE 

PROPOSED TURNING HEAD AND ACCESS ROAD

PROPOSED ACCESS ROAD

PROPOSED ACCESS TRACK

PROPOSED BELOW GROUND CULVERT

PROPOSED CREST TRACK

300 Dia COMPENSATION LINE

PROPOSED CONCRETE HEADWALL TO SPILLWAY

SDR11 PE100 355 OD SCOUR PIPE 

DN1400 DICL BELLMOUTH

DN1400 DICL 
PIPEWORK

TO BEDHAMPTON SITE REFER TO DRAWING: 
HTR-ATK-PI-BR-DR-Z-0002

PROPOSED CONTROL HOUSE INCLUDING 
COURTYARD SUBJECT TO SEPARATE 
RESERVED MATTERS APPLICATION

CONTROL HOUSE BUILDING ZONE 95m x 45m APPROX.

CREST OF EMBANKMENT 

PROPOSED DOWNSTREAM CULVERT

PROPOSED UPPER DRAW OFF / INTAKE 

PROPOSED VALVE TOWER

IL 34.000

41.10041.100

REFER TO SECTION B

1:100 FALL (1% FALL)
CULVERT TO BE LAID TO ACHIEVE MIN. 1:100 (1%) FALL 
FOLLOWING SETTLEMENT

FOR VALVE AND PIPEWORK DETAILS REFER TO 
DRAWING: HTR-GHD-CU-RE-DR-M-0005

EXISTING GROUND
DN1600 DICL PIPEWORK

DN1400 TO DN1600 DICL TAPER
DN1400 DICL BELLMOUTH DN1600 DICL PIPEWORK

IL 19.463
TOC 20.403

PROPOSED CONTROL HOUSE INCLUDING 
COURTYARD SUBJECT TO SEPARATE 
RESERVED MATTERS APPLICATION

CONCRETE SCREED LAID TO 
NOMINAL FALL 1:100

DN300 DICL SCOUR PIPE

BATTEN LIGHTS AS REQUIRED

CABLE TRAYS AND SAMPLE LINES

55
0

ACO DRAINAGE TYPE MULTILINE SEALIN 
V100S 0.0 WITH EXTERNAL WIDTH OF 
135mm AND DEPTH OF 150mm. 
D400 COVER WITH HEELGUARD

DN1600 DICL OUTLET PIPE

PIPE SUPPORT WITH STRAP 
FOR 1600 DN PIPEWORK

FOR DETAILS REFER TO DRAWING: HTR-GHD-CU-RE-DR-S-0053
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SDR11 PE100 355 OD SCOUR 
PIPE  BELLMOUTH

CONCRETE SUPPORT 
WITH PIPE STRAP

FOR DETAILS REFER TO DRAWING: HTR-GHD-CU-RE-DR-S-0052
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PROPOSED UPSTREAM CULVERTPROPOSED CULVERT INTAKE STRUCTURE

REFER TO SECTION A
PROPOSED EMBANKMENT

EXISTING GROUND

CULVERT TO BE LAID TO ACHIEVE MIN. 1:100 (1%) FALL 
FOLLOWING SETTLEMENT

TOC 21.367

TRASH SCREEN HINGED FOR ACCESS
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PROPOSED SCOUR PIPE CHAMBER

PROPOSED TRASH SCREEN

SDR11 PE100 355 OD SCOUR PIPE 

PROPOSED UPSTREAM CULVERT

REFER TO PLAN VALVE TOWER, DOWNSTREAM 
AND CONTROL BUILDING PLAN VIEW

PROPOSED PCC INTAKE STRUCTURE
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FLOOR E
RL 33.538 m

FLOOR C
RL 28.364 m
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RL 30.951 m

FLOOR F
RL 35.926 m

FLOOR B
RL 25.777 m

FLOOR G
RL 38.314 m

FLOOR A
RL 22.991 m
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DN700 DICL PIPEWORK

DN1400 GATE VALVE - STR-V-6005

DN1400 BUTTERFLY VALVE C/W 
INTEGRAL BYPASS STR-V-6007

DN150 ISOLATION 
VALVE - STR-V-6004

DN1400 TO DN1600 DICL TAPER

DN1400 DICL BELLMOUTH

DN100 BREATHER PIPE

G
0020

PROPOSED PCC SCOUR PIPE CHAMBER

COVER SLAB WITH 1.8m Dia. INTAKE

TRASH SCREEN WITH 12 Dia, BARS AT 
150mm SPACING  3 x 3 x 1.8m 
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SDR11 PE100 355 OD SCOUR PIPE 
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PROPOSED INTAKE STRUCTURE AND INTERFACE TO 
CULVERT TO BE CONFIRMED IN FUTURE PHASES

F
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TOC 21.367

TOC 27.100

MINIMUM OPERATIONAL LEVEL @ 28.600

SDR11 PE100 355 OD 
SCOUR PIPE  BELLMOUTH

TOC 21.367

6962

DRAWING NOTES

1. ALL DIMENSIONS ARE IN mm AND ALL LEVELS ARE IN m UNLESS 
NOTED OTHERWISE

2. ALL LEVELS SHOWN ARE RELATIVE TO ORDINANCE DATUM
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SCALE 1 : 250

VALVE TOWER, DOWNSTREAM CULVERT AND
CONTROL BUILDING PLAN VIEW
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SCALE 1 : 250

CULVERT INTAKE STRUCTURE AND UPSTREAM
CULVERT PLAN VIEW
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SCALE  1 : 100
INTAKE STRUCTURE PLAN VIEW
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