
Good morning Lewis, 
 
I can confirm that I have reviewed the attached noise report and am satisfied with its conclusions in 
part.  
 
However, I do need further information please. There is a requirement for noise mitigation for Unit 
AC1, in particular to address low frequency peaks at 40Hz and 80Hz but the mitigation proposals are 
not sufficiently detailed specifications for me to understand what level of mitigation might be 
achieved. Also, I wonder if there might be an alternative to mitigating the unit, if the unit were to be 
switched off between say 10pm and 6am, when background noise levels drop? 
 
I’d be grateful for any further information that can be supplied, to assist my final response. 
 
Thanks, and regards 
 
Charlotte  
 
 
Charlotte Adcock |  
Pollution Team Leader 

Environmental Health 
 
East Hampshire District Council, Penns Place, Petersfield, GU31 4EX 
 
Havant Borough Council, Public Service Plaza, Havant, PO9 2AX 

    
Please note that I work part time at East Hampshire District Council and Havant 
Borough Council. I am currently working from home, Monday to Wednesday. I am 
best contacted via email. 
 


