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Pilot Cable
WARNING Subject to revision — Master held by SSEN Asset Data Team:
There may have been subsequent alteration to the surface levels. Trial holes must be undertaken to determine position and depths of cables. HS (G) 47 Booklet from the Health Asset.Data@sse.com
01256 337 294

and Safety Executive — Avoiding Danger from Buried Cables — should be consulted before commencing excavation work
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Job Reference: 37982357

Site Location: 472577 106635
Requested by: Mr Alex Robinson
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43 Forbury Road Reading RG1 3JH

excavations, please contact:
General Enquiries: 0800 048 3516

Legend Distribution Structures [Electric]
Service Cable Pole, Existing Location
LV Mains Pole, Existing Location - Single
Voltages (V) 2-3.3kV Pole, Existing Location - H
LV (Low Voltage) and Services  Up to 1,000V —ekV Duct Route
HV (High Voltage) Over 1,000V to 11,000V 11K e e Sothion Rz
EHV (Extra High Voltage) 22,000V to 132,000V S
Transmission 275,000V and 400,000V o
NORMAL DEPTH TO THE TOP OF THE CABLE WHEN LAID
Services LV HY EHV Soky
Footpath/Unmade  0.45m 045m  06m  08m By
Road Crossing 0.6m 0.6m 0.75m  0.9m 275k
Agricultural 1m 1m 1m L1m —— 400KV
Fibre Optic
~———— Pilot Cable
WARNING

There may have been subsequent alteration to the surface levels. Trial holes must be undertaken to determine position and depths of cables. HS (G) 47 Booklet from the Health

and Safety Executive — Avoiding Danger from Buried Cables — should be consulted before commencing excavation work
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